EMERGENCY ACCESS:

Maximum 20m Fire Appliance reversing distance and 45m
hose length to furthest point within dwelling.

Only dwellings furthest from Fire Appliance stopping point
and apartments indicated.

'\-\726 Max 20m Fire Appliance reversing
'\77‘ distance from end of turning manoeuvre
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Dry Riser inlet, within 18m from Fire Appliance

Local Authority Planning purposes.

Fire Hydrant - indicative location

The furthest points within Plots 4.53 - 4.56 are within 45m of the
fire appliance when accessed through rear gardens.
Appropriate signage will be installed on the rear garden gates.

'~ 93 Max 45m hose length to furthest point
N2, within dwelling, when accessed through
N
@ | rear gardens.

The furthest points within Plots 4.87 - 4.89 are within 45m of a
Fire Hydrant, which will be located in the rear parking court.
These units will be accessed through rear gardens.
Appropriate signage will be installed on the rear garden gates.

Max 45m hose length to furthest point
“9m within dwelling, from Fire Hydrant, when
@ | accessed through rear gardens.

This 45m hose lengths indicated are based on 'planning stage'
design, and will be subject to review at detailed design stage.
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